


ELIGIBILITY
• Customers eligible for the 2004 Express Efficiency 

program are defined as those commercial, industrial, and 
agricultural accounts with a monthly demand of 500 kW or
less per service account.

• The total rebate limit for the 2004 Express Efficiency 
program is $200,000 per account, per fuel, per year.
Customers with corporate (multiple) accounts cannot 
exceed $200,000 per corporation or chain account
customer, per fuel, per year.

• Customers who have reached their $200,000 limit or whose
individual accounts have a monthly demand greater than
500 kW are encouraged to apply to the Standard
Performance Contract program (SPC).

REQUIREMENTS
• Rebate items must be installed on the San Diego Gas &

Electric  electric account listed on the rebate form.

• All purchase invoices or receipts must be dated between
January 1, 2004 and December 31, 2004. All rebate items
must be purchased and installed prior to submitting a rebate
form for a rebate to be considered.

• Rebates cannot be combined with other public goods charge
rebate or incentive programs for the same measure. 

• Equipment must meet the requirements as stated in the
Terms and Conditions. All equipment must be new. Used or
rebuilt equipment is not eligible for rebate. Fuel switching
and new construction do not qualify. If you have questions,
check with your local San Diego Gas & Electric  office to
confirm eligibility and reserve funds before purchasing 
products. San Diego Gas & Electric  reserves the right to
deny payment for products that do not meet our 
requirements and to verify installation.

• Rebate payments are the property of the applicant 
(customer). The applicant may assign payment to a third
party. A completed payment release form is also required.

• The selection, purchase and ownership of the equipment is
the sole responsibility of the customer. San Diego Gas &
Electric  makes no representation as to thesafety, reliability
and/or efficiency of the equipment selected or components
thereof. San Diego Gas & Electric  makes no warranty,
whether expressed or implied, including warranty of 
merchantability or fitness for any particular purpose, 
use, or application of the equipment.

HOW TO APPLY
1.Reservations are not required for most measures (check

Terms and Conditions of each measure). However, to ensure
funding availability, you must reserve funds before you 
purchase and install equipment. Call (800) 644-6133 to
reserve your funds.

2.Calculate your rebate by multiplying the Quantity Purchased
(Column A) times the Rebate/Unit (Column B) and write the
amount in Column C. Your rebate for each product cannot
exceed the price you paid for it.

3.Add all the rebate amounts in Column C and write the Base
Rebate amount in the space provided at the bottom of the
rebate form.

4.On the paid, itemized invoice(s) or receipt(s), circle the
energy-saving product(s) for which a rebate is requested 
and label each one with its category letter. Refer to sample
vendor invoice for required information.

5.Fill out and sign the Customer Information page.

6.Attach the original, itemized invoice(s) to your original
rebate form and mail to:

San Diego Gas & Electric 
Express Efficiency Program
8335 Century Park Court CP12B
San Diego, CA 92123-1569

This 2004 Express Efficiency program may be modified or terminated without prior notice. Check San Diego Gas & Electric ’s Web site
for program modifications and updates on program status. Please see the 2004 Express Efficiency Policies and Procedures Customer

Handbook (posted on our Web site) for complete information and other applicable restrictions.

QUESTIONS? CALL TOLL-FREE (800)  644-6133

NEED MORE INFORMATION? 

VISIT OUR WEB SITE AT WWW.SDGE.COM

2004Refrigeration

CASH REBATES
for small and medium-sized

business customers

REBATE FORM
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Terms and Conditions: Refrigeration
Rebates are for replacing or retrofitting existing medium and low temperature refrigeration equipment. Medium temperature refers to refrigerated space temperatures between 
1˚F and 35˚F, while low temperature covers temperatures below 0˚F. Projects that involve air conditioning or other high temperature refrigeration applications are not eligible. 
High temperature is defined as operations involving an evaporator temperature of 45˚F and higher. 

A. Night Covers for Display Cases
Must install a cover on an otherwise open display case to decrease cooling load of
the refrigerated case. It is recommended that these film type covers have small
perforated holes to decrease moisture buildup. The cover must be applied for a
period of at least six hours. Customer should consider using proper compressor
capacity modulation mechanisms (such as VSD or cylinder un-loader).* † ◊ ø

B. Strip Curtains for Walk-in Boxes
Must install new strip curtains or clear plastic swinging doors on doorways of
walk-in boxes and refrigerated warehouses. This rebate is not available for
replacement of existing strip curtains that have useful life left. Rebate is based on
the square footage of the doorway.
C. & D. Glass Doors on Open Display Cases
Must install glass doors on an existing open multi-deck display case (low or
medium temperature). This measure can be applied to self-contained (with its
own condensing unit) as well as remote fixtures. Rebate is based on number of
doors installed. 
E. & F. New Refrigeration Display Case with Doors
Must replace an existing open vertical display case with a new high efficiency
reach-in unit with standard glass doors with ECM fan motor, T-8 lamps and 
electronic ballast. This measure can be applied to self-contained or remote cases.
New case length must be equal to or shorter than original case.*
G. New High Efficiency Refrigeration 
Display Case with Special Doors (Low Temp)
Must replace an existing low temperature reach-in display case which is equipped
with T-12 lamps, magnetic ballast, shaded pole fan motor and standard glass
doors with a new high efficiency reach-in. The new reach-in must be equipped
with T-8 lamps, electronic ballast, ECM fan motor(s), and special low/no 
anti-sweat glass double pane doors. Glass doors of the new reach-in model must
require minimum to no anti-sweat heat (for more details see Special Doors 
measure H). This measure can be applied to self-contained as well as remote cases.
This measure cannot be used in conjunction with Anti-Sweat Heat Controls (I).*
H. Special Doors with Low/No Anti-Sweat Heat on
Low Temperature Display Cases
Must replace an existing standard glass door of a low temperature reach-in 
display case with a special glass door that requires minimum to no anti-sweat
heat (ASH). Doors must prevent condensation from occurring within the frame
assembly. Total door rail, glass, and frame heater amperage (at 120 volts) cannot
exceed 0.33 amps per foot. This measure cannot be used in conjunction with
Anti-Sweat Heat Controls (I). Rebate is based on number of doors replaced.
I. Anti-Sweat Heat (ASH) Controls
Must install a device that senses the relative humidity in the air outside of the 
display case and reduces or turns off the glass door (if applicable) and frame
anti-sweat heaters at low humidity conditions. Equivalent technologies that can
reduce or turn off anti-sweat heater based on the amount of condensation 
formed on the inner glass pane may also qualify. This measure cannot be used 
in conjunction with measures involving special glass doors with low/no 
Anti-Sweat Heat (G & H). 
J. Insulation for Bare Suction Lines
Must insulate bare refrigeration suction lines. Medium temperature lines must be
insulated with 3/4-inch insulation, and low temperature lines must have 1-inch 
insulation. Insulation material must be flexible closed-cell nitrite rubber, or 
equivalent. Limited to pipe sizes of 1 5/8 inches or less. Rebate is not available 
for refrigeration lines on new equipment. Insulation exposed to outside weather
must be jacketed (such as with a medium-gauge aluminum jacket) or protected
from the weather in some way. Rebate is based on the linear footage of the 
insulation installed.
K. Door Gaskets on Solid Doors 
for Walk-in Coolers or Freezers
Must replace a worn gasket on the main insulated opaque door of a walk-in 
cooler or freezer. Replacement gaskets must meet the manufacturer’s installation
specifications, specifically regarding dimensions, materials, attachment method,
style, compression, and magnetism. Rebate is based on linear footage of door
perimeter.
L. Door Gaskets on Glass Doors for Walk-in Coolers 
Must replace a worn gasket on the reach-in glass door of a walk-in cooler.
Replacement gaskets must meet the manufacturer’s installation specifications,
specifically regarding dimensions, materials, attachment method, style, 
compression, and magnetism. Rebate is based on total linear footage of the glass
door(s) perimeters.

M. & N. Auto-Closers for Main Cooler or Freezer Doors
The auto-closer device should be applied to the main insulated opaque door of a
walk-in cooler or freezer. The auto-closer must be able to firmly close a walk-in
door that is within one inch of full closure. 
O. & P. Auto-Closers for Reach-In Cooler 
or Freezer Doors
The auto-closer device should be applied to the glass reach-in doors of a walk-in
cooler or freezer. The reach-in door must have a minimum perimeter of 16 feet.
The auto-closer must be able to firmly close the door.
Q. Evaporator Fan Controller for Walk-in Coolers
Must reduce air flow of evaporator fans in medium-temperature walk-in coolers
when compressor(s) cycle off and there is no refrigerant flow through the 
evaporator. Must control a minimum fan load of 1/20 horsepower where the
fan(s) operate continuously at full speed. Must reduce fan motor power by at 
least 75% during the compressor off-cycle. Do not use if any of the following 
conditions apply: 1) the compressor runs all the time with high duty cycle; 
2) the evaporator fan does not run at full speed all the time; 3) the evaporator fan
motor runs on poly-phase power; 4) the evaporator fan motor is not shaded-pole;
or 5) evaporator does not use off-cycle or time-off defrost. 
R. Air-Cooled Condenser to Evaporative Condenser
Must replace an existing air-cooled condenser with an evaporative condenser. 
The replacement must take place in Climate Zones 9, 10, 11, 12, 13, 14 and 15.
Replacement of an existing air-cooled condenser with an evaporative condenser
can take place for both conventional multiplex and single compressor systems.
New evaporative condenser should be sized at 25˚F TD (Temperature Difference)
above ambient wet bulb temperature.
S. Energy Efficient Condenser
Must replace existing condenser with an energy efficient unit equipped with 
several additional control mechanisms. This measure is only applicable to 
existing multiplex systems and does not apply to those converted from single
compressor to multiplex; otherwise, see measure T. Retrofit air-cooled systems
should operate at 8˚F TD for low temperature and 13˚F TD for medium 
temperature systems with EER of 105 Btu/hr/Watt (for the condenser only).
Retrofit, evaporatively cooled systems should operate at 18˚F TD above ambient
wet-bulb temperature with EER of 240 Btu/hr/Watt (for the condenser only). 
It also includes the use of Variable Speed Drive (VSD), variable set point floating
head pressure controls. 
T. High Efficiency Multiplex Compressor System 
with Mechanical Sub-Cooling
Replace inefficient single compressor per line-up system with a high efficiency,
multiplex (parallel) system. High efficiency features of this measure include
floating head pressure by means of a variable speed fan control, and mechanical
sub-cooling. In a multiplex system, multiple compressors serve a specific suction
group, and each suction group serves one or more line-ups having similar 
temperatures. For combining high efficiency multiplex compressor system with
energy efficient condenser, see measure U. 
U. High Efficiency Multiplex Compressor System 
with Mechanical Sub-Cooling and Efficient Condenser 
Replace inefficient single compressor per line-up system with a high efficiency
multiplex system and efficient condenser. 
V. Vending Machine Controller 
This is an energy control device for refrigerated vending machines that contain
only non-perishable food items limited to bottled and canned beverages.
Controller must include a passive infrared occupancy sensor to turn off 
fluorescent lights and compressor when surrounding area is unoccupied for 
15 minutes or longer. Control logic should periodically power up machine at 
two hour intervals to maintain product temperature and provide compressor 
protection. Refurbished vending machines that include this option are
eligible.

* Rebate is based on linear footage (length in feet) of the case.  

† Customer should consider using EPR and possibly resetting to 
higher suction temperatures when shields are applied.

◊ Customer should consider resizing TVX and resetting 
suction pressure to a higher value.

ø Case manufacturer must not have objections to the use 
of this measure.
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2004Refrigeration
REBATE FORM

San Diego Gas & Electric  reserves the right to verify installation. 

Service Types (check one)
1. Small Supermarket ❑
2. Medium Supermarket ❑
3. Food Service – Walk-ins ❑
4. Small Supermarket – Walk-ins ❑
5. Medium Supermarket – Walk-ins ❑
6. Cold Storage Facilities ❑

Caution: Read product requirements before purchasing. Do not use correction fluid on rebate form.

Equipment Type Quantity Purchased Rebate/Unit Rebate
A B C = A x B

A. Night Covers for Display Cases ❑ Low-Temperature Case
(1, 2) ____________ linear ft. $9.00/linear ft. ❑ Medium-Temperature Case

B. Strip Curtains for Walk-In Boxes (3, 4, 5, 6) ________________ square ft. $3.00/square ft.    

C. Glass Doors on Open Display Cases 
(Low Temperature) (1, 2) ________________ doors $150/door

D. Glass Doors on Open Display Cases 
(Medium Temperature) (1, 2) ________________ doors $75/door

E. New Refrigeration Display Case with Doors
(Low-Temperature Case) (1, 2) ________________ linear ft. $200/linear ft.

F. New Refrigeration Display Case with Doors
(Medium-Temperature Case) (1, 2) ________________ linear ft. $150/linear ft.

G. New High Efficiency Refrigeration Display  
Case with Special Doors (Low Temp) (1, 2) ________________ linear ft. $200/linear ft.

H. Special Doors with Low/No Anti-Sweat 
Heat on Low Temp Display Cases (1, 2) ________________ doors $50/door

I. Anti-Sweat Heater (ASH) Controls (2) ________________ linear ft. $14/linear ft.    

J. Insulation for Bare Suction Lines (1) ________________ linear ft. $1.00/linear ft.    

K. Door Gaskets on Solid Doors for  
Walk-in Coolers or Freezers (3, 4, 5, 6) ________________ linear ft. $4.00/linear ft ❑ For Cooler ❑ For Freezer

L. Door Gaskets on Glass Doors for 
Walk-in Coolers (3, 4, 5) ________________ linear ft. $4.00/linear ft.

M. Auto-Closers for Main Cooler Doors (3, 4, 5, 6) ________________closer(s) $40/closer

N. Auto-Closers for Main Freezer Doors (3, 4, 5, 6) ________________closer(s) $50/closer

O. Auto-Closers for Reach-In Cooler Doors ________________closer(s) $40/closer

P. Auto-Closers for Reach-In Freezer Doors ________________closer(s) $50/closer

Q. Evaporator Fan Controller for  
Walk-in Coolers (3, 4, 5, 6) ________________ controller(s) $75/controller

R. Air-Cooled Condenser to  ____________ ton(s) $195/ton ❑ Conventional
Evaporative Condenser (2) ________________ ton(s) $195/ton ❑ Multiplex

S. Energy Efficient Condenser (2) ____________ ton(s) $175/ton ❑ Air-Cooled
________________ ton(s) $75/ton ❑ Evaporative-Cooled

T. High Efficiency Multiplex Compressor ____________ ton(s) $300/ton ❑ Air-Cooled
System with Mechanical Sub-Cooling (2) ________________ ton(s) $300/ton ❑ Evaporative-Cooled

U. High Efficiency Multiplex Compressor  
System with Mechanical Sub-Cooling 

________________ ton(s) $300/ton ❑ Air-Cooled

and Efficient Condenser (2) ________________ ton(s) $300/ton ❑ Evaporative-Cooled 

V. Vending Machine Controller ________________ controller(s) $90/controller

BASE REBATE $
For Utility Use Only



Reservation Number ______________________________

2004 Refrigeration Rebate Form (For Retrofit Projects)
Important Notice: The original rebate form and paid itemized invoices must be received by San Diego Gas & Electric or postmarked no later than December 31, 2004. 
Equipment make and model number are required on all invoices.

CUSTOMER INFORMATION. PLEASE PRINT CLEARLY.

Name of Company

Name as it Appears on Your Utility Bill

Name of Contact Person Title

Telephone of Contact Person Fax Number

E-Mail Address

Address Where Item(s) Installed Square Footage

City State Zip

CHECKS SHOULD BE MADE PAYABLE AND SENT TO THE FOLLOWING:

Company Name

Mailing Address

City State Zip

Telephone Number Fax Number
If check is to be made payable to a third party, a completed Payment Release Form is also required.

Tax Liability
Incentives are taxable and if greater than $600 will be reported to the IRS unless you are exempt. San Diego Gas & Electric will report your rebate as income to you on 
IRS Form 1099 unless you have checked corporation or exempt tax status above. You are urged to consult your tax advisor concerning the taxability of rebates. 
San Diego Gas & Electric is not responsible for any taxes that may be imposed on your business as a result of your receipt of this rebate.
Agreement
As a qualified San Diego Gas & Electric customer, I certify that I purchased and installed the indicated energy saving products between January 1, 2004 and 
December 31, 2004 for use in my business facility and not for resale. I have attached documents establishing paid proof of purchase for the items applied for 
on this rebate form. I agree to verification by San Diego Gas & Electric of both the sales transactions and products installation, and I certify that the information on
this rebate form is true and correct, and that the tax ID provided is accurate. I understand that rebate payments are based on related energy benefits over the life 

of the product.  I agree that if:
1. I do not provide San Diego Gas & Electric with 100% of the related energy benefits specified in the rebate form for the life of the product or for a period of five (5)
years from receipt of rebate, whichever is less, or
2. I cease to be a distribution customer of San Diego Gas & Electric during said time period, I shall refund a prorated amount of rebate dollars to 
San Diego Gas & Electric based on the actual period of time for which I provided the related energy benefits as an electric customer of San Diego Gas & Electric. 
I understand that this program may be modified or terminated without prior notice.
I understand that this rebate form and the paid itemized invoice must be received by San Diego Gas & Electric or postmarked no later than December 31, 2004 and that
all equipment must be purchased and installed prior to submission of rebate form.
In no case will the utility pay more than 100% of the actual purchase price of the items to be rebated. This program has a limited budget. 
If no reservation has been made, rebate forms will be accepted on a first-come, first-served basis, until allocated funds are spent, or by  
December 31, 2004, whichever comes first.
I agree that I have not received rebates, incentives or services for the same measure(s) from another utility, state, or local program funded by the
Public Goods Charge (PGC).
I have read and understand the program requirements and terms and conditions set forth in this rebate form and I agree to abide by those 
requirements. Furthermore, I concur that I must meet all eligibility criteria in order to be paid under this program.  

_______________________________________________________________________________/____/_____ _________________________
Customer Signature Date Installation Date (mo/day/yr)

_________________________________________________________________________________________ $_______________________
Customer Name (Please Print) Base Rebate Amount

PLEASE MAKE A COPY OF THIS DOCUMENT FOR YOUR RECORDS
This program is funded by California utility customers and administered by the state’s investor-owned utilities, under the auspices of the California Public Utilities Commission. 
© 2004 San Diego Gas & Electric  Printed on recycled paper, 30% post-consumer waste, with soy-based ink. INV3801

❘___❘___❘___❘___❘___❘___❘___❘___❘___❘___❘
SDG&E Account Number

❘❘___❘___❘– ❘___❘___❘❘___❘___❘___❘___❘ ___❘
Taxpayer ID Number or

❘___❘___❘___❘– ❘___❘___❘___❘– ❘___❘___❘___❘___❘
Social Security Number

❘___❘___❘___❘___❘
Rate Schedule

Please Check All That Apply
❑ Language spoken other than English

____________________________________
❑ Lease Building
❑ Less than 10 employees

Tax Status (check one)
❑ Individual/Sole Prop. ❑ Corporation
❑ Partnership ❑ Exempt

Building Type (check one)
❑ Office ❑ Grocery
❑ School ❑ Warehouse
❑ Retail ❑ Public Assembly
❑ Restaurant ❑ Process Ind.
❑ Hotel/Motel ❑ Misc.
❑ Medical



STAPLE INVOICE HERE

SAMPLE VENDOR INVOICE

ITEMIZED LIST OF
EQUIPMENT WITH

MAKE AND MODEL,
UNIT PRICE,

AND QUANTITY

CUSTOMER
SIGNATURE

CUSTOMER NAME
AND ADDRESS

TOTAL INVOICE AMOUNT

TOTAL REBATE AMOUNT

PAYMENT STATUS

VENDOR NAME
AND ADDRESS

Qty. Model # Item Description Make Cost

Vendor: Sold To:

Rebate

Paid In Full

Total Due
Customer Signature

Invoice #

Date:
INVOICE NUMBER
AND DATE

2004Express Efficiency

DID YOU CHECK to make sure:
❑ Equipment meets minimum requirements?
❑ Model number and manufacturer are listed on the rebate form?
❑ Paid itemized invoice is enclosed?
❑ Manufacturer’s technical specifications are enclosed?
❑ Rebate form is signed and dated?


